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An unexpected error has occurred. This information has been

written to a file on your desktop named

"FTAManagerException.txt":

System.Reflection.TargetInvocationException: Exception has

been thrown by the target of an invocation. --->

System.Management.ManagementException: Not found

at System.Management.ThreadDispatch.Start()

at System.Management.ManagementScope.Initialize()

at System.Management.ManagementEventWatcher.Initialize()

at System.Management.ManagementEventWatcher.Start()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsctivationBoostClient.ClientTransceiver.BeginWatchingForBoostStartup()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsctivationBoostClient.ClientTransceiver.Start()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsctivationBoostClient.ActivationBoostClient..ctor()

--- End of inner exception stack trace ---

at System.RuntimeTypeHandle.CreateInstance(RuntimeType type,

Boolean publicOnly, Boolean noCheck, Boolean& canBeCached,

RuntimeMethodHandle& ctor, Boolean& bNeedSecurityCheck)

at System.RuntimeType.CreateInstanceSlow(Boolean publicOnly,

Boolean fillCache)

at System.RuntimeType.CreateInstanceImpl(Boolean publicOnly,

Boolean skipVisibilityChecks, Boolean fillCache)

at System.Activator.CreateInstance(Type type, Boolean

nonPublic)

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsCommon.Singleton’1.CreateInstance()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsCommon.Singleton’1.get_SharedInstance()

at

RockwellAutomation.FactoryTalk.FLEXAdapter.AdapterFLEXnet..ctor()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsCore.Model..ctor()

at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsManager.Program.RunFactoryTalkActivationManager()
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at RockwellAutomation.FactoryTalk.FactoryTalk

ActivationsManager.Program.Main(String[] args)

Event filter with query "SELECT TargetInstance FROM _InstanceCreationEvent

WITHIN 10 WHERE TargetInstance ISA ’Win32_Process’ AND TargetInstance.Name =

’FTActivationBoost.exe’" could not be reactivated in namespace "//./root

/CIMV2" because of error 0x80041010. Events cannot be delivered through this

filter until the program is corrected

C:\Windows\System32

C:\Windows\SysWOW64

CD C:Windows\System32

FOR /f %s in (’dir /b /s *.dll’) do regsvr32 /s %s

Net stop /y winmgmt

FOR /f %s in (’dir /b *.mof *.mfl’) do mofcomp %s

Net start winmgmt

0x80041002 - (WBEM_E_NOT_FOUND) Object cannot be found
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Yes No

sc config winmgmt start= disabled

net stop winmgmt

Winmgmt /salvagerepository %windir%\System32\wbem

Winmgmt /resetrepository %windir%\System32\wbem

sc config winmgmt start= auto
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