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Completed Tasks

High voltage divider cables - 1100 fabricated and labeled

CAEN HV system tested

33 modules and 2 crates
1188 channels

NPS CAEN Overview screen — for 1080 PMTs
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Completed Tasks

High voltage divider cables - 1100 fabricated and labeled

/ SMA Connector SAMTEC IPD1-05-5-K
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: Fischer Connector

CAEN HV system tested

33 modules and 2 crates
1188 channels

NPS CAEN Overview screen — for 1080 PMTs
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Completed Tasks

High voltage divider cables - 1100 fabricated and labeled

/ SMA Connector SAMTEC IPD1—05v—S—K
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ﬁ%————' — ‘i Crate and Modules
Fischer Connector

CAEN HV system tested

33 modules and 2 crates
1188 channels

NPS CAEN Overview screen — for 1080 PMTs
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Completed Tasks

High voltage divider cables - 1100 fabricated and labeled

/ SMA Connector SAMTEC IPD1—05”—S—K

Fischer Connector

CAEN HV system tested

33 modules and 2 crates
1188 channels

CAEN High Voltage

Crate and Modules
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NPS CAEN Overview screen — for 1080 PMTs
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Current Tasks

CAEN HV cable Radiall to SAMTEC

PMT settings screen

Hardware interlock system
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Current Tasks

HV board

CAEN HV cable Radiall to SAMTEC

SAMTEC
Radiall A996 52 pin

PMT settings screen

140’ GPW 42 cond.
SAMTEC

Hardware interlock system
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Current Tasks

HV board

CAEN HV cable Radiall to SAMTEC

SAMTEC
Radiall A996 52 pin

PMT settings screen

Row 35 00-35 01-35 02-35

140" GPW 42 cond.
Set SAMTEC

Set voltage

Set current limit

Hardware interlock system

N

2/2/2021 Detector Support Group Jefferson Lab



Current Tasks

HV board

CAEN HV cable Radiall to SAMTEC

SAMTEC
Radiall A996 52 pin

PMT settings screen

Row 35 -35

'-.-' Itane
'. Jrren

140’ GPW 42 cond.

SAMTEC

Row 34 00-34

Set voltage

Voltage Set current limit
Current

rdware interlock system

Terminal block 34921T Multiplexer model Keysight model 349804
34921»&\
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2-wire K-type . 4-wire PT100 RTDs "
thermocouples S'gnal readout
electronics
NPS
electronics Signal cables
Zone

Signal and HV cables
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Conclusion

* Much work to be done
 Good progress

THANK YOU!
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